
PSEG Nuclear LLC
PO. Box 236, Hancocks Bridge, New Jersey 08038-0236

O PSEG
Aiuclear LLC

LR-E04-0462

October 21, 2004

New Jersey Department of
Environmental Protection
Division of Water Quality
Bureau of Permit Management
P.O. Box 029
Trenton, NJ 08625-0029
Certified Mail Number 7003 0500 0003 4363 8916

NEW JERSEY POLLUTANT DISCHARGE ELIMINATION SYSTEM
DISCHARGE MONITORING REPORTS
SALEM GENERATING STATION
PERMIT NO. NJ0005622

Attached is the Discharge Monitoring Report for Salem Generating Station containing
the information as required in Permit No. NJ0005622, for the month of September 2004.

This report is required by and prepared specifically for the Environmental Protection
Agency (EPA) and the New Jersey Department of Environmental Protection (NJDEP). It
presents only the observed results of measurements and analyses required to be
performed by the above agencies. The choice of the measurement devices and
analytical methods is controlled by EPA and NJDEP, not by the company, and there are
limitations on the accuracy of such measurement devices and analytical techniques
even when used and maintained as required. Accordingly, this report is not intended as
an assertion that any instrument has measured, or any reading or analytical result
represents, the true value with absolute accuracy, nor is it an endorsement of the
suitability of any analytical or measurement procedure.

Sincerely,

Michael H. Brothers
Vice President
Site Operations

Attachments

95-2168 REV 7/99A/
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NJPDES Report
September 2004

C Executive Director - DRBC
USNRC - Document Control Desk Unit#1-50-272 Unit#2-50-31 1
Director - Nuclear Safety & Licensing
C. McAuliffe, Esq.
D. Hurka
E. Keating
SCH04-038
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NJPDES Report
Explanation of Deviations
September 2004

The following excursions are included in the attached report and are explained below.
Excursions have not endangered nor significantly impacted public health or the
environment.

DSN NO. EXPLANATION

None



COUNTY OF SALEM
STATE OF NEW JERSEY

I, Michael H. Brothers, of full age, being duly sworn according to law, upon my
oath depose and say:

1. I Michael H. Brothers, Vice President of Site Operations for PSEG
Nuclear, and as such, am authorized to sign Salem's Discharge
Monitoring Reports submitted to the New Jersey Department of
Environmental Protection pursuant to the Station's New Jersey
Pollutant Discharge Elimination System permit.

2. I have reviewed the attached Discharge Monitoring Reports. Pursuant
to N.J. A. C. 7:14A-2.4, I certify under penalty of law that I have
personally examined and am familiar with the information submitted in
this document and all attachments and that based on my inquiry of
those individuals responsible for obtaining the information, I believe
the submitted information is true, accurate and complete. I am aware
that there are significant penalties for submitting false information
including the possibility of fine and imprisonment.

3. The signature on the attached Discharge Monitoring Reports is my
signature and I am submitting this affidavit in satisfaction of the
requirement that my signature be notarized.

Michael H. Brothers
Vice President
Site Operations

Sworn and subscribed before me
this a day of Q,.- 2004

C-'



MAPLEWOOD TESTING SERVICES REPORT

o' PSEG
Services Corporation

TO: David Hurka
Nuclear Specialist, PSEG Power

October 11, 2004
Report No. TP04054A

SUBJECT: RECORD OF RHODAMINE WT DYE INJECTION FOR CIRCULATING
WATER FLOW TEST AT SALEM GENERATING STATION

CONDUCTED BY: Victor Simpson - Sr. Test Engineer, Maplewood Testing Services

PURPOSE
To report the date, time, amount and concentration of Rhodamine WT dye released
to the river while testing at Salem Generating Station.

SUMMARY
Listed in the table below are the data pertinent to the injection of Rhodamine WT
dye at Salem Generating Station - Unit No. 1. Testing is complete at this station.

Test Pump Injection Pure Number of Total Effluent
Date No. Time Dye Pumps in System Concentration

Injected Service Flow
(start) (stop) (ml) (1000 gpm) (ppb)

09/21/04 11A 1110 1129 24.62 6 1110.0 0.34
09/21/04 11B 1345 1401 20.46 6 1110.0 0.35
09/21/04 12A 1414 1432 23.36 6 1110.0 0.35
09/21/04 12B 1534 1547 18.85 6 1110.0 0.35
09/21/04 13A 1650 1708 23.62 6 1110.0 0.35
09/21/04 13B 1801 1821 26.42 6 1110.0 0.35
09/21/04 11B 1329 1336 10.16 6 1110.0 0.35
09/21/04 11B 1337 1344 10.20 6 1110.0 0.35
09/21/04 13A 1633 1641 11.85 6 1110.0 0.35
09/21/04 13A 1641 1648 10.34 6 1110.0 0.35
09/21/04 13B 1747 1800 19.26 6 1110.0 0.35

Paul Scherba
Senior Supervising Test Engineer

MTS Mechanical Division



MAPLEWOOD TESTING SERVICES REPORT

OA PSEG
Services Coxporation

TO: David Hurka
Nuclear Specialist, PSEG Power

October 11,2004
Report No. TP04054

SUBJECT: DETERMINATION OF CIRCULATING WATER FLOW AT
SALEM GENERATING STATION - UNIT NO. 1

CONDUCTED BY: Victor Simpson
Sr. Test Engineer, Maplewood Testing Services

SUMMARY
The Mechanical Division of Maplewood Testing Services conducted a series of test runs at
Salem Generating Station Unit No.1 to determine the capacities of the circulating water pumps
shown in the table below.

Work was performed under SAP work orders:
30094716, 30094786, 30094823, 30094772,30094738, 30094773

Final results are as follows:

SUMMARY OF TEST RESULTS

Pump CMS Test Measured Pump Pump Total
No. Pump Date Pump Suction Discharge Static

Desig. Capacity Head Head Head
_ (gpm) (ft h2o) (ft h2o) (ft h2o)

11A 09/21/04 159613 -12.4 8.8 21.2
11B A 09/21/04 158588 -8.3 14.3 22.6
12A H 09/21/04 160045 -7.7 14.0 21.7
12B F 09/21/04 144982 -6.1 17.3 23.3
13A M 09/21/04 155591 -5.9 17.0 22.9
13B J 09/21/04 137636 -6.7 22.3 29.0

Note: Pump suction heads and discharge heads corrected to elevation 100'



-2-
David Hurka October 11, 2004
Nuclear Specialist, PSEG Power Report No. TP04054

TEST METHOD
The circulating water flow rate was determined by fluorometry using MTS Mechanical Division
Work Instruction TPG-19 Rev. 7 "Water Flow Using The Turner Fluorometer". Rhodamine WT
dye was injected into the bell mouth of each pump using 1/2 inch PVC pipe with a carrier flow of
screen wash water at 3 gallons per minute.

The dye was injected at a known rate using a peristaltic pump and a class A burette to measure
rate. The diluted sample was retrieved and monitored by taking a sample from the inlet water
box piping. The ratio of the injected concentration to the sample concentration multiplied by the
injection flow rate yielded the circulator flow rate.

The total static head was obtained by measuring the pump suction head in feet from elevation
100' and the pump discharge head in feet of water at the water box inlet. After correcting for
elevation, the total pump head was calculated as the pump discharge head minus the pump
suction head.

Se or Supervising Test Engineer
MTS Mechanical Division

c R. Swartzwelder
F. Todd



New Jersey Department of Environmental Protection
Division of Water Quality

Surface Water Discharge Monitoring Report Submittal Form

NJPDES PERMIT MONITORING PERIOD MONITORED LOCATION:

N005622 I I Day I Year I Montl Day Year FACA - SW Outfall FACA
Mot 91112004 To 13 L J29004

PERMITTEE:
PSE&G NUCLEAR LLC
PO BOX 236/N21
ALLOWAY CREEK NEAK RD
HANCOCKS BRIDGE, NJ 08038

LOCATION OF ACTIVITY:
PSE&G NUCLEAR LLC
ALLOWAY CREEK NECK RD
LOWER ALLOWAYS CREEK, NJ 0803 8-0000

REPORT RECIPIENT:
PSE&G NUCLEAR LLC
PO BOX 236/N21
HANCOCKS BRIDGE, NJ 08038

REGION / COUNTY: Southern / Salem County

CHECK IF APPICABLE: IIl No Discharge this Monitoring Period DI Monitoring Report Comments Attached

WHO MUST SIGN The highest ranking official having day-to-day managerial and operational responsibilities for the discharging facility shall sign
the certification or, in his absence a person designated by that person. For a local agency, the highest ranking operator of the treatment works shall sign
the certification. Where the highest ranking operator does not have the ability to authorize capital expenditures and hire personnel, a person having that
responsibility or person designated by that person shall also sign the second certification at the bottom of this page. If the local agency has contracted with
another entity to operate the treatment works, the highest-ranking official of the contracted entity shall sign the certification.

I certify under penalty of law that I have personally examined and am familiar with the information submitted in this document and all attachments, and
that, based on my inquiry of those individuals immediately responsible for obtaining the information, I believe that the information is true, accurate and
complete. I am aware that there are significant penalties for submitting false information, including the possibility of and/or imprisonment, pursuant
to N.J.A.C. 7: 14A-6.9(B). The New Jersey water Pollution Control Act provides for penalties up to $50,000 per violation.

Michael IT. Brothers, Vice President Operations

NAME AND TITLE OF PRINCIPAL EXECUTIVE OFFICER, AUThORIZED AGENT, OR *ICENSED OPERATOR

AI-' I
SIGNATURE OF PRINCIPAL EXECUTIVE OFFICER, A1iWRZED AGENT, OR 'LICENSED OPERATOR

N/A
GRADE AND REGISTRY NUMBER (IF APPLICABLE)

10/20/2004

DATE

856-339-2900

AREA CODFJPIIONE NUMBER

*For a local agency where the highest-ranking operator does not have the ability to authorize capital expenditures and hire personnel, a person having that responsibility or
person designated by that person shall sign the folloiving certification:

I certify under penalty of law and in accordance with N.J.S.A. 58:IOA-6F(5) that I have reviewed the attached discharge monitoring reports.

N/A N/A N/A N/A

AREA CODE/PlIONE NUMBERNANE AND TITLE SIGNATURE DATE



Surface Water Discharge Monitoring Report PI 46814

PERMITNUMBER: MONITORED LOCATION:

NJ0005622 FACA SW Outfall FACA

MONITORING PERIOD:

9/1/2004 TO 9/30/2004

FACILITY NAME:

PSEG NUCLEAR LLC

I 1*

Comments: If there are any questions in regards to the monitoring report form, please contact Susan Rosenwinkel of the BPSP - Region 2 at (609)2924860 or via email at 'srosenwi@dep.state.nJ.us'.

Pro-Print Creation Date., 7/1/2004 Page I of I



New Jersey Department of Environmental Protection
Division of Water Quality

Surface Water Discharge Monitoring Report Submittal Form

NJODES PERMIT MONITORING PERIOD MONITORED LOCATION:

*NJ0005622 I Montlhi Day I Year I T Month Da Y FACBI-ISWaOutfallFACB

PERMITTEE:
PSE&G NUCLEAR LLC
PO BOX 236/N21
ALLOWAY CREEK NEAK RD
HANCOCKS BRIDGE, NJ 08038

LOCATION OF ACTIVITY: REPORT RECIPIENT:
PSE&G NUCLEAR LLC PSE&G NUCLEAR LLC
ALLOWAY CREEK NECK RD PO BOX 236/N21
LOWER ALLOWAYS CREEK, NJ 08038-0000 HANCOCKS BRIDGE, NJ 08038

REGION / COUNTY: Southern / Salem County

CHECK IF APPICABLE: El No Discharge this Monitoring Period 1= Monitoring Report Comments Attached

WHO MUST SIGN The highest ranking official having day-to-day managerial and operational responsibilities for the discharging facility shall sign
the certification or, in his absence a person designated by that person. For a local agency, the highest ranking operator of the treatment works shall sign
the certification. Where the highest ranking operator does not have the ability to authorize capital expenditures and hire personnel, a person having that
responsibility or person designated by that person shall also sign the second certification at the bottom of this page. If the local agency has contracted with
another entity to operate the treatment works, the highest-ranking official of the contracted entity shall sign the certification.

I certify under penalty of law that I have personally examined and am familiar with the information submitted in this document and all attachments, and
that, based on my inquiry of those individuals immediately responsible for obtaining the information, I believe that the information is true, accurate and
complete. I am aware that there are significant penalties for submitting false information, including the possibility of and/or imprisonment, pursuant
to N.J.A.C. 7:14A-6.9(B). The New Jersey water Pollution Control Act provides for penalties up to $50,000 per violation.

Michael H. Brothers. Vice President Operations
NAMIE AND TITLE OF PRINCIPAL EXECUTIVE OFFICER, AUThORIZED AGENT, OR LICENSED OPERATOR

/e' /

N/A
GRADE AND REGISTRY NU:MBER (IF APPLICABLE)

10/20/2004_ 856-339-2900

SIGNATURE OF PRINCIPAL EXECUTIVE OFFICER, AI ORIZED AGENT, OR *LICENSED OPERATOR DATE AREA CODEIPIIONE NUMllBER

*For a local agency where the highest-ranking operator doesnot have the ability to authorize capital expenditures and hire personnel, a person having that responsibility or
person designated by that person shall sign the following certification:

I certify under penalty of law and in accordance with N.J.S.A. 58:I OA-6F(5) that I have reviewed the attached discharge monitoring reports.

N/A

NANE AND TITLE

N/A N/A N/A

AREA CODE/PAMONE NUMBERSIGNATURE DATE



Surface Water Discharge Monitoring Report Pi 46814

PERMITNUMBER: MONITORED LOCATION: MONITORING PERIOD: FACILITYNAME:

NJ0005622 FACB SW Outfall FACB 91112004 TO 9/3012004 PSEG NUCLEAR LLC

NO. FREQ. OF SAMPLE
PARAMETER QUANTITY OR LOADING UNITS QUALITY OR CONCENTRATION UNITS EX. ANALYSIS TYPE

Temperature, . SAMiPLE
oc MEASUREMEN ..X ** .t2 . 2_ 7. a _ CeDCA*J C

00010 G ,.. ,- ql -- ~- -- "REPORTf W" 2RPOR@ dtrfii~2CNl
-- \R.E-QUt20lOAREMEODANkT OG ,j Cot nuou:s..-.. , '- .-

Raw Sewlinfluent i _ oi #6 DEG.C _ ________

____________________ ,2. . ,@.PeWt =f'.-'t Vv t.. . U _E . _ r' '. i -

Temperature, SAMSPLE | . A r

oC MZEASUREMEW 31.8_-3 _ J 0
000101 . , :+¶,t.tti! .REPORT- 4746.1 DEC c _ Contin uous to CoNTN'Y

REQUIREMEN .. 6. t 0 A ;g.i -.Effluent Gross Value .5 ;.%r: .EG.C .'-.

Temperature, SAMPLE

c MEASUREMENT

00010 2 '• 7' A-..ts.:..t. ... t... ,N' i 4REPORT:~.Z½&AEPR.3 '' DREGC : r 'lma ,.NT

REb NREEMENTE 7.j Jb4 ***e;*ab# -.- L,
Effluent Ne au . - .'t;tcA7,.: 4 r - . . .(___ _ _ _ _ _ __ _ _ _ __ _ _ _.,tb izin__ _ _ _ _ _ __ _ ~ r" 7 ~ j *t'-1- AM -- ,. V P41

Lab CertIficatIon i Ir;, U ME-SUEN /72 / f 3 43'/3 r____' _________

99999 99 C I a e r t i p p o a n eg toa tp-
REQUIREMENT LaW' b %jj'~'La# t~¾a#> --;RP ' NotppI-cNOT APL

Lab a_ _ ' ~ ' - 6., ,_ _ _ _ _ ~ # 4 A

Comments: If theme ame any questions In regards to the monitoring report form, please contact Susan Rosenwinkel of the BPSP - Region 2 at (609)292-4860 or via email at 'srosenwi~dep.state.nj.us'.

Pre-Ptint Crmation Date: 7/1/2004 Page I of I



New Jersey Department of Environmental Protection
Division of Water Quality

Surface Water Discliarge Monitoring Report Submittal Form

NJPDES PERMIT MONITORING PERIOD MONITORED LOCATION:

NJ0005622 I| 9 | Day I Year T OTMont I|a I | 30 FACC - SW Outfall FACC
Mont 1 1 120 0 120

PERMITTEE:
PSE&G NUCLEAR LLC
PO BOX 236/N21
ALLOWAY CREEK NEAK RD
HANCOCKS BRIDGE, NJ 08038

LOCATION OF ACTIVITY:
PSE&G NUCLEAR LLC
ALLOWAY CREEK NECK RD
LOWER ALLOWAYS CREEK, NJ 08038-0000

REPORT RECIPIENT:
PSE&G NUCLEAR LLC
PO BOX 236/N21
HANCOCKS BRIDGE, NJ 08038

REGION / COUNTY: Southern / Salem County

CHECK IF APPICABLE: El No Discharge this Monitoring Period E1 Monitoring Report Comments Attached

WHO MUST SIGN The highest ranking official having day-to-day managerial and operational responsibilities for the discharging facility shall sign
the certification or, in his absence a person designated by that person. For a local agency, the highest ranking operator of the treatment works shall sign
the certification. Where the highest ranking operator does not have the ability to authorize capital expenditures and hire personnel, a person having that
responsibility or person designated by that person shall also sign the second certification at the bottom of this page. If the local agency has contracted with
another entity to operate the treatment works, the highest-ranking official of the contracted entity shall sign the certification.

I certify under penalty of law that I have personally examined and am familiar with the information submitted in this document and all attachments, and
that, based on my inquiry of those individuals immediately responsible for obtaining the information, I believe that the information is true, accurate and
complete. I am aware that there are significant penalties for submitting false information, including the possibility of and/or imprisonment, pursuant
to N.J.A.C. 7:14A-6.9(B). The New Jersey water Pollution Control Act provides for penalties up to $50,000 per violation.

Michael H. Brothers, Vice President Operations

NANIE AND TITLE OF PRINCIPAL EXECUTIVE OFFICER, AUITORIZED AGENT, OR *ICENSED OPERATOR

atf /V

N/A
GRADE AND REGISTRY NUMBER (IF APPLICABLE)

SIGNATURE OF PRINCIPAL EXECUTIVE OFFICER, AUT1IORIZED AGE N LICENSED OPERATOR

10t20/2004
DATE

856-339-2900

AREA CODF/PIIONE NUMBER

*For a local agency lhere the highest-ranking operator does not have the ability to authorize capital expenditures and hire personnel, a person having that responsibility or
person designated by that person shall sign thefollowving certification:

I certify under penalty of law and in accordance with N.J.S.A. 58:IOA-6F(5) that I have reviewed the attached discharge monitoring reports.

N/A
NANE AND TITLE

N/A N/A N/A

SIGNATURE DATE AREA COD E/PI IONE NUM B ER



Surface Water Discharge Monitoring Report Pi 46814
PERMITNUMBER: MONITORED LOCATION: MONITORING PERIOD: FACILITYNAME:
NJ0005622 FACC SW Outfall FACC 91112004 TO 9/3012004 PSEG NUCLEAR LLC

NO. FREQ. OF SAMPLEPARAMETER QUANTITY OR LOADING UNITS QUALITY OR CONCENTRATION UNITS EX. ANALYSIS TYPE

Flow, In Conduit or SAMPLE

Thru Treatment Plant MEASUREMENT 2 3I7 5 2 6; . CC ro
50050 G -3024PiR-rf% . ~ MGD REOT- . . n~~~(;. Ia' CL
Raw Sew/influent 

zrJ.; MGD ' .** *-,: -

Thermal Discharge

MillIon BTUs per Hr MEASUREMENT 1/7/1 / /27 7 ___________

00015 2 REOV ,~' 5.-aD~ :'d~ .. .. Ia.. ALCTDJ--

Lab Certicato # 
-AM-t

b C oEASUREMENT / 7 3 7 0' /?/v0/3 '/3 /7 ___ _

99D999 99 PERI-''i %REPORT-X;Y' REPORT, ,b, iT'REPORT'-,% .,~ ~REPORTa^. REPORT; 4;' TrotAp llc 'NOTAP .

Lab. _______E~ .\~ 2 Lab# | >r'-c.Lab#. , - *La# ,-v ~j<,;>:^Lab# V ., - - : Lab# , .

"iM;,L'V L X'zs -g Bsr ts Xrtv ;.lgM 
i 7

"7 
%

Comments: If there are any questions in regards to the monitoring report formn, please contact Susan Rosenwinkel of the BPSP - Reglon 2 at (609)292-4860 or via email at wsrosenwi~dep.state.nJ.us".
P .erintcation : 2 P' o

Pre-Rint Creation Date: 71112004
Page I of I



New Jersey Department of Environmental Protection
Division of Water Quality

Surface Water Disclharge Monitoring Report Submittal Form

NJPDES PERMIT MONITORING PERIOD MONITORED LOCATION:

NJ0005622 9 2 To 9 30 2004 1 048C - SW Outfall 48C

PERMITTEE:
PSE&G NUCLEAR LLC
PO BOX 236/N21
ALLOWAY CREEK NEAK RD
HANCOCKS BRIDGE, NJ 08038

LOCATION OF ACTIVITY:
PSE&G NUCLEAR LLC
ALLOWAY CREEK NECK RD
LOWER ALLOWAYS CREEK, NJ 08038-0000

REPORT RECIPIENT:
PSE&G NUCLEAR LLC
PO BOX 236/N21
HANCOCKS BRIDGE, NJ 08038

REGION / COUNTY: Southern / Salem County

CHECK IF APPICABLE: Ii No Discharge this Monitoring Period E1 Monitoring Report Comments Attached

WIIO MUST SIGN The highest ranking official having day-to-day managerial and operational responsibilities for the discharging facility shall sign
the certification or, in his absence a person designated by that person. For a local agency, the highest ranking operator of the treatment works shall sign
the certification. Where the highest ranking operator does not have the ability to authorize capital expenditures and hire personnel, a person having that
responsibility or person designated by that person shall also sign the second certification at the bottom of this page. If the local agency has contracted with
another entity to operate the treatment works, the highest-ranking official of the contracted entity shall sign the certification.

I certify under penalty of law that I have personally examined and am familiar with the information submitted in this document and all attachments, and
that, based on my inquiry of those individuals immediately responsible for obtaining the information, I believe that the information is true, accurate and
complete. I am aware that there are significant penalties for submitting false information, including the possibility of and/or imprisonment, pursuant
to N.J.A.C. 7:14A-6.9(B). The New Jersey water Pollution Control Act provides for penalties up to $50,000 per violation.

Michael H. Brothers, Vice President Operations

NAME AND TITLE OF PRINCIPAL EXECUTIVE OFFICER, AUTHORIZED AGENT, OR *ICENSED OPERATOR

SPXIZED AGENT, OR *LICENSED OPERATORSIGNATURE OF PRINCIPAL EXECUTIVE OFFICER, AUTHOR17E GNO IESDOEAO

N/A

GRADE AND REGISTRY NUIMBER (IF APPLICABLE)

10/20/2004

DATE

856-339-2900

AREA CODE/PIIONE NUMBER

*For a local agency lphere the highest-ranking operator does not have the ability to authorize capital expenditures and hire personnel, a person having that responsibility or
person designated by that person shall sign thefollowving certification:

I certify under penalty of law and in accordance with N.J.S.A. 58: IOA-6F(5) that I have reviewed the attached discharge monitoring reports.

N/A N/A N/A N/A
AREA CODE/PllONE NUMBERNANE AND TITLE SIGNATURE DATE



Surface Water Discharge Monitoring Report
, PERMIT NUMBER: MONITORED LOCATION: M

Pi 46814

NJ0005622 048C SW Outfall 48C 9i

I'ONITORING PERIOD:

'112004 TO 9/30/2004

FACILITY NAME:

PSEG NUCLEAR LLC

I f

Comments: If there are any questions In regards to the monitoring report form, please contact Susan Rosenwinkel of the BPSP - Region 2 at (609)2924680 or via email at 'srosenwi~dep.state.nj.us'.

Pro-Print Creation Date: 7/112004 
Page 1 of I

Pro-Pfint Creation Date: 7/1/2004 Page I of I



New Jersey Department of Environmental Protection
Division of Water Quality

Surface Water Discharge Monitoring Report Submittal Form

NJPDES PERMIT MONITORING PERIOD | MONITORED LOCATION:

NJ0005622 M I y I Year To | 9 | 30 |2 0 a0 r4 481A - SW Outfall 481A

PERMITTEE:
PSE&G NUCLEAR LLC
PO BOX 236/N21
ALLOWAY CREEK NEAK RD
HANCOCKS BRIDGE, NJ 08038

LOCATION OF ACTIVITY: REPORT RECIPIENT:
PSE&G NUCLEAR LLC PSE&G NUCLEAR LLC
ALLOWAY CREEK NECK RD PO BOX 236/N21
LOWER ALLOWAYS CREEK, NJ 08038-0000 HANCOCKS BRIDGE, NJ 08038

REGION / COUNTY: Southern / Salem County

CHICCK IF APPICABLE: El No Discharge this Monitoring Period Cl Monitoring Report Comments Attached

WHO MUST SIGN The highest ranking official having day-to-day managerial and operational responsibilities for the discharging facility shall sign
the certification or, in his absence a person designated by that person. For a local agency, the highest ranking operator of the treatment works shall sign
the certification. Where the highest ranking operator does not have the ability to authorize capital expenditures and hire personnel, a person having that
responsibility or person designated by that person shall also sign the second certification at the bottom of this page. If the local agency has contracted with
another entity to operate the treatment works, the highest-ranking official of the contracted entity shall sign the certification.

I certify under penalty of law that I have personally examined and am familiar with the information submitted in this document and all attachments, and
that, based on my inquiry of those individuals immediately responsible for obtaining the information, I believe that the information is true, accurate and
complete. I am aware that there are significant penalties for submitting false information, including the possibility of and/or imprisonment, pursuant
to N.J.A.C. 7:14A-6.9(B). The New Jersey water Pollution Control Act provides for penalties up to $50,000 per violation.

Michael H. Brothers, Vice President Operations N/A
NAME AND TITLE OF PRINCIPAL EXECUTIVE OFFICER, AUThORIZED AGENT, OR *ICENSED OPERATOR

as I4 a B

GRADE AND REGISTRY NUMBER (IF APPLICABLE)

10/20/2004 856-339-2900

SIGNATURE OF PRINCIPAL EXECUTIVE OFFICER, AU`RI9ZED AGENT, OR *LICENSED OPERATOR DATE AREA CODE/PHONE NUMBER

*For a local agency wphere the higlhest-ranking operator does not have the ability to authorize capital expenditures and hire personnel, a person having that responsibility or
person designated by that person shall sign thefollowing certification:

I certify under penalty of law and in accordance with N.J.S.A. 58:1OA-6F(5) that I have reviewed the attached discharge monitoring reports.

N/A N/A N/A N/A
AREA CODE/PIlONE NUMBERNANE AND TITLE SIGNATURE DATE



Surface Water Discharge Monitoring Report Pi 46814

PERMIT NUMBER: MONITORED LOCATION:

481A SW Outfall 481ANJ0005622

MONITORING PERIOD:

91112004 TO 913012004

FACILITY NAME:

PSEG NUCLEAR LLC

Comments: The permittee Is required to perform acute toxicity testing on a minimum of one representative CWS outfall while DSN 48C is being routed to that outfall.

Pm-Print Creation Date: 7/1/2004 
Page 1 ot2

Pro-Print Creation Date: 7/11/2004 Page 1 of 2



Surface Water Discharge Monitoring Report Pi 46814

PERMIT NUMBER:

NJ0005622

MONITORED LOCATION:

481A SW Outfall 481A

MONITORING PERIOD:

91112004 TO 9/3012004

FACILITY NAME:

PSEG NUCLEAR LLC

NO. FREQ. OF SAMPLE
PARAMETER QUANTITY OR LOADING UNITS QUALITY OR CONCENTRATION UNITS EX. ANALYSIS TYPE

Temperature, SAMPLE

oC MEASUREMENT 1***l3/*z o ///% covr

000101 r. O.IOA"< E
REOUIREMEWT w **nes- an,,Pttlt lflLfP'.hEffluent Gross Value . . i * .E-.. 4";-< s

Lab Certification SA M MPLE . . . / .

MlEASUREMENT /73 1 7 31 C y5/g 3 ZIJ 7 ; S5S/

99999 gg - t'' '*" r-A REPORT:-4Y.REPOR1% - REPORT. ,P-TREPORT.t REPORT _- .2N~ iio Api NOTAP
REOUIREMENT ; . ' Lab##t ,*.zL L'bs 4 8 b #Lab

Lab_ .MO Ž%jV .• U At4,- __._ . -'*4T *4r.S-v' r-.t't'%' * - .

Comments: The permittee Is required to perform acute toxicity testing on a minimum of one representative CWS outfall while DSN 48C Is being routed to that outfall.

Pre-Prnti Creation Date: 7/1/2004 Page 2 of 2



New Jersey Department of Environmental Protection
Division of Water Quality

Surface Water Discharge Monitoring Report Submittal Form

NJPDES PERMIT MONITORING PERIOD MONITORED LOCATION:

NJ0005622 | 9 | 1 | 2004 Y To I 9 | 30 r 2004 |482A - SW Outfall 482A

PERMITTEE:
PSE&G NUCLEAR LLC
PO BOX 236/N21
ALLOWAY CREEK NEAK RD
HANCOCKS BRIDGE, NJ 08038

LOCATION OF ACTIVITY: REPORT RECIPIENT:
PSE&G NUCLEAR LLC PSE&G NUCLEAR LLC
ALLOWAY CREEK NECK RD PO BOX 236/N21
LOWER ALLOWAYS CREEK, NJ 08038-0000 HANCOCKS BRIDGE, NJ 08038

REGION / COUNTY: Southern / Salem County

CHECK IF APPICABLE: Il No Discharge this Monitoring Period El Monitoring Report Comments Attached

WHO MUST SIGN The highest ranking official having day-to-day managerial and operational responsibilities for the discharging facility shall sign
the certification or, in his absence a person designated by that person. For a local agency, the highest ranking operator of the treatment works shall sign
the certification. Where the highest ranking operator does not have the ability to authorize capital expenditures and hire personnel, a person having that
responsibility or person designated by that person shall also sign the second certification at the bottom of this page. If the local agency has contracted with
another entity to operate the treatment works, the highest-ranking official of the contracted entity shall sign the certification.

I certify under penalty of law that I have personally examined and am familiar with the information submitted in this document and all attachments, and
that, based on my inquiry of those individuals immediately responsible for obtaining the information, I believe that the information is true, accurate and
complete. I am aware that there are significant penalties for submitting false information, including the possibility of and/or imprisonment, pursuant
to N.J.A.C. 7:14A-6.9(B). The New Jersey water Pollution Control Act provides for penalties up to $50,000 per violation.

9E

Michael H. Brothers, Vice President Operations

NAMIE AND TITLE OF PRINCIPAL EXECUTIV IC2ER, l AUMORIZED AGENT, OR *ICENSED OPERATOR

SIGNATURE OF PRINCIPAL EXECUTIVE OFFICER, AUTHORIZED AGENT, OR *LICENSED OPERATOR

N/A

GRADE AND REGISTRY NUMBER (IF APPLICABLE)

10/20/2004

DATE

856-339-2900

AREA CODE/PHONE NUMBER

*For a local agency where the highest-ranking operator does not have the ability to authorize capital expenditures and hire personnel, a person having that responsibility or
person designated by that person shall sign the followving certification:

I certify under penalty of law and in accordance with N.J.S.A. 58:IOA-6F(5) that I have reviewed the attached discharge monitoring reports.

N/A
NANE AND TITLE

N/A N/A N/A

AREA CODE/PIONE NUMBERSIGNATURE DATE



Surface Water Discharge Monitoring Report
PERMITNUMBER: MONITORED LOCATION: A

PI 46814

MQNITORING PERIOD:

/112004 TO 9/30/2004

FACILITY NAME:

NJ0005622 482A SW Outfall 482A 9 PSEG NUCLEAR LLC

Comments: The permittee is required to perform acute toxicity testing on a minimum of one representative CWS outfall while DSN 48C is being routed to that outfall. .

Pro -Pdnt Creation Date: 7/1/2004 
Page 1 of 2

Pro-Print Creation Date: 7/1/2004 Page I of 2



Surface Water Discharge Monitoring Report Pi 46814

PERMIT NUMBER: MONITORED LOCATION: MONITORING PERIOD: FACILITY NAME:

NJ0005622 482A SW Outfall 482A 911/2004 TO 9130/2004 PSEG NUCLEAR LLC

NO. FREQ. OF SAMPLE
PARAMETER QUANTITY OR LOADING UNITS QUALITY OR CONCENTRATION UNITS EX. ANALYSIS TYPE

Temperature, MESUREMENT 3S8
oC MEASUREMENT 31/ q____/_____

00010 1 I* , , .EPORTi tRDEPGORT DC ¼ - r N

Eff luent Grass Value ~~~' 1OV. rODM -. -

P34~or~ .w-t-i 'Pi' WE wa*

Lab Certification if /z trAMP__ __ _ __ __

PERWpc ~t.~'P0AR : KTREPORT' rW_ tREtPbRTt;, RPOTh>.RPR Not Applic NTP.v
Lab:ab

La 7 m5?r. ;2 .- 4lr-c I' ~ #.'- 0 d

Comments: The permittee is required to perform acute toxicity testng on a minimum of one representative CWS outfall while DSN 48C is being routed to that outfall. .

Pro-Print Creation Date: 7/1/12004 Page 2orf2



New Jersey Department of Environmental Protection
Division of Water Quality

Surface Water Discharge Monitoring Report Submittal Form

NJPDES PERMIT MONITORING PERIOD MONITORED LOCATION:

N I MontI I Day I Year | T onth | I Year 14 all 483A
NJ052 Mot Day 2004 TO 1913 204 83A - SW Outfal tot

PERMITTEE:
PSE&G NUCLEAR LLC
PO BOX 236/N21
ALLOWAY CREEK NEAK RD
HANCOCKS BRIDGE, NJ 08038

LOCATION OF ACTIVITY: REPORT RECIPIENT:
PSE&G NUCLEAR LLC PSE&G NUCLEAR LLC
ALLOWAY CREEK NECK RD PO BOX 236/N21
LOWER ALLOWAYS CREEK, NJ 08038-0000 HANCOCKS BRIDGE, NJ 08038

REGION / COUNTY: Southern / Salem County

CHECK IF APPICABLE: El No Discharge this Monitoring Period El Monitoring Report Comments Attached

WHO MUST SIGN The highest ranking official having day-to-day managerial and operational responsibilities for the discharging facility shall sign
the certification or, in his absence a person designated by that person. For a local agency, the highest ranking operator of the treatment works shall sign
the certification. Where the highest ranking operator does not have the ability to authorize capital expenditures and hire personnel, a person having that
responsibility or person designated by that person shall also sign the second certification at the bottom of this page. If the local agency has contracted with
another entity to operate the treatment works, the highest-ranking official of the contracted entity shall sign the certification.

I certify under penalty of law that I have personally examined and am familiar with the information submitted in this document and all attachments, and
that, based on my inquiry of those individuals immediately responsible for obtaining the information, I believe that the information is true, accurate and
complete. I am aware that there are significant penalties for submitting false information, including the possibility of and/or imprisonment, pursuant
to N.J.A.C. 7:14A-6.9(B). The New Jersey water Pollution Control Act provides for penalties up to $50,000 per violation.

Michael H. Brothers. Vice President Operations

NAMIE AND TITLE OF PRINCIPAL EXECUTIVE OFFICER, AUThORIZED AGENT, OR *ICENSED OPERATOR

SIGNATURE OF PRINCIPAL EXECUTIVE OFFICER, AUTIIORIZEt6ENT, OR LICENSED OPERATOR

N/A
GRADE AND REGISTRY NUMBER (IF APPLICABLE)

10/20/2004

DATE

856-339-2900

AREA CODE/PHlONE NUMBER

*For a local agency i'here the highest-ranking operator does not have the ability to authorize capital expenditures and hire personnel, a person having that responsibility or
person designated by that person shall sign thefollowing certification:

I certify under penalty of law and in accordance with N.J.S.A. 58: 1 OA-6F(5) that I have reviewed the attached discharge monitoring reports.

N/A

NANE AND TITLE

N/A N/A N/A

SIGNATURE DATE AREA CODE/PIIONE NUAIBER



Surface Water Discharge Monitoring Report Pi 46814

PERMIT NUMBER: MONITORED LOCATION:

NJ0005622 483A SW Outfall 483A

MONITORING PERIOD:

9/1/2004 TO 9/30/2004

FACILITY NAME:

PSEG NUCLEAR LLC

Comments: Any questions In regards to the monitoring report form can be directed to S. Rosenwinkel of the BPSP - Region 2 at (609)2924860.

Pm-Print Creation Date: 7/1/2004 
Page 1 of 2

Pro-Print Creation Date: 7/1/2004 Page I of 2



Surface Water Discharge Monitoring Report PI 46814

PERMITNUMBER: MONITORED LOCATION: MONITORING PERIOD: FACILITYNAME:

NJ0005622 483A SW Outfall 483A 9/112004 TO 9/30/2004 PSEG NUCLEAR LLC

NO. FREQ. OF SAMPLE
PARAMETER QUANTITY OR LOADING UNITS QUALITY OR CONCENTRATION UNITS EX. ANALYSIS TYPE

Lab Certification # S26tAJE
MEAstntEMENT 173 27 a a~4 e°lyJ /7tiS

99999 99 i REPORT6;`I- .;REPOR: ." RPRT REPORT R TZ _' REPORT-`' >_ 3N-tApIic ' ;NOTAP.

Lab RZEW U $v.jL ab #-. j¾ .L b # : t i .. ¾,.;aLab2# . :

. . ______ - *< ,',''iv2. w'. 2 tbt:" #t.$r teTl~~ s < 4s. w .2 '

Comments: Any questions In regards to the monitoring report form can be directed to S. Rosenwinkel of the BPSP - Region 2 at (609)2924860.

Pre-Pnint Creation Date: 7/1/2004 Page 2 of 2



New Jersey Department of Environmental Protection
Division of Water Quality

Surface Water Discharge Monitoring Report Submittal Form

NJPDES PERMIT MONITORING PERIOD MONITORED LOCATION:

NJ0005622 | M | Dy | Year To t | Year | 484A - SW Outfall 484A

PERMITTEE:
PSE&G NUCLEAR LLC
PO BOX 236/N21
ALLOWAY CREEK NEAK RD
HANCOCKS BRIDGE, NJ 08038

LOCATION OF ACTIVITY:
PSE&G NUCLEAR LLC
ALLOWAY CREEK NECK RD
LOWER ALLOWAYS CREEK, NJ 08038-0000

REPORT RECIPIENT:
PSE&G NUCLEAR LLC
PO BOX 236/N21
HANCOCKS BRIDGE, NJ 08038

REGION / COUNTY: Southern / Salem County

CHECK IF APPICABLE: El No Discharge this Monitoring Period El Monitoring Report Comments Attached

WHO MUST SIGN The highest ranking official having day-to-day managerial and operational responsibilities for the discharging facility shall sign
the certification or, in his absence a person designated by that person. For a local agency, the highest ranking operator of the treatment works shall sign
the certification. Where the highest ranking operator does not have the ability to authorize capital expenditures and hire personnel, a person having that
responsibility or person designated by that person shall also sign the second certification at the bottom of this page. If the local agency has contracted with
another entity to operate the treatment works, the highest-ranking official of the contracted entity shall sign the certification.

I certify under penalty of law that I have personally examined and am familiar with the information submitted in this document and all attachments, and
that, based on my inquiry of those individuals immediately responsible for obtaining the information, I believe that the information is true, accurate and
complete. I am aware that there are significant penalties for submitting false information, including the possibility of and/or imprisonment, pursuant
to N.J.A.C. 7:14A-6.9(B). The New Jersey water Pollution Control Act provides for penalties up to $50,000 per violation.

I

III

Michael H. Brothers. Vice President Operations

NANIE AND TITLE OF PRINCIPAL EXECUTIVE OFFICER, AUThORIZED AGENT, OR *ICENSED OPERATOR

SIGNATURE OF PRINCIPAL EXECUTIVE OFFICER, AUTIIOR AGENT, OR *LICENSED OPERATOR

N/A

GRADE AND REGISTRY NUMBER (IF APPLICABLE)

10/20/2004

DATE

856-339-2900
AREA CODEIPIIONE NUMBER

*For a local agency where the highest-ranking operator does not have the ability to authorize capital expenditures and hire personnel, a person having that responsibility or
person designated by that person shall sign thefolloiving certification:

I certify under penalty of law and in accordance with N.J.S.A. 58:10A-6F(5) that I have reviewed the attached discharge monitoring reports.

N/A N/A N/A N/A
AREA CODE/PllONE NUMBERNANE AND TITLE SIGNATURE DATE



Surface Water Discharge Monitoring Report PI 46814

PERMITNUMBER: MONITORED LOCATION:

NJ0005622 484A SW Outfall 484A

MONITORING PERIOD:

911/2004 TO 9130/2004

FACILITY NAME:

PSEG NUCLEAR LLC

'I

Comments: The permittee is required to perform acute toxicity testing on a minimum of one representative CWS outfall while DSN 48C is being routed to that outfall.

Pm-Print Creation Date: 7/1/2004 
Page 1 of 2

Pro-Print Creation Date:- 7/1/2004 Page 1 of 2



Surface Water Discharge Monitoring Report Pi 46814

PERMITNUMBER: MONITORED LOCATION: MONITORING PERIOD: FACILI7Y NAME:

NJ0005622 484A SW Outfall 484A 9/1/2004 TO 913012004 PSEG NUCLEAR LLC

NO. FREQ. OF SAMPLEPARAMETER QUANTITY OR LOADING UNITS QUALITY OR CONCENTRATION UNITS EX. ANALYSIS TYPE

Temperature, SA. 3 ML //A'

= c EPRTASUR RPORME- T 0TI -

00010 1 Ir DE ay5
REQUIREMEN ~'.--- 0MA.c)~~1AX ?AEffluent Gross Value - -- *.tbJ'1

Lab Certification # SA /7pLE . ._._ ._.
UEASUREUENT .1737s CIO t/-? t/3 Z S

99999 99 A - .uREPORT~z nREPORTf REPORT 2- tREPORTP;.TREPORT~ J. 'NotAppolic NcT.AP
Lab REUIREMENT, aLab# Lab# j :Lab#-... Lab# A -.

Comments: The permittee is required to perform acute toxicity testing on a minimum of one representative CWS outfall while DSN 48C is being routed to that outfall.

Pre-Print Creation Date: 7/1/2004 Page 2 of 2



New Jersey Department of Environmental Protection
Division of Water Quality

Surface Water Discharge Monitoring Rcport Submittal Form

NJPDES PERMIT MONITORING PERIOD .MONITORED LOCATION:

NJ0005622 | 9Mn 1 1 1 2004 | To 1 9 1 30 | 2004 1 485A - SW Outfall 485A

PERMITTEE:
PSE&G NUCLEAR LLC
PO BOX 236/N21
ALLOWAY CREEK NEAK RD
HANCOCKS BRIDGE, NJ 08038

LOCATION OF ACTIVITY:
PSE&G NUCLEAR LLC
ALLOWAY CREEK NECK RD
LOWER ALLOWAYS CREEK, NJ 08038-0000

REPORT RECIPIENT:
PSE&G NUCLEAR LLC
PO BOX 236/N21
HANCOCKS BRIDGE, NJ 08038

REGION/ COUNTY: South ern / Salem County

CHECK IF APPICABLE: El No Discharge this Monitoring Period El Monitoring Report Comments Attached

NVHO MUST SIGN The highest ranking official having day-to-day managerial and operational responsibilities for the discharging facility shall sign
the certification or, in his absence a person designated by that person. For a local agency, the highest ranking operator of the treatment works shall sign
the certification. Where the highest ranking operator does not have the ability to authorize capital expenditures and hire personnel, a person having that
responsibility or person designated by that person shall also sign the second certification at the bottom of this page. If the local agency has contracted with
another entity to operate the treatment works, the highest-ranking official of the contracted entity shall sign the certification.

I certify under penalty of law that I have personally examined and am familiar with the information submitted in this document and all attachments, and
that, based on my inquiry of those individuals immediately responsible for obtaining the information, I believe that the information is true, accurate and
complete. I am aware that there are significant penalties for submitting false information, including the possibility of and/or imprisonment, pursuant
to N.J.A.C. 7:14A-6.9(B). The New Jersey water Pollution Control Act provides for penalties up to $50,000 per violation.

Michael H. Brothers. Vice President Operations

NAME AND TITLE OF PRINCIPAL EXECUTIVE OFFICER, AUThORIZED AGENT, OR *ICENSED OPERATOR

/Aa
SIGNATURE OF PRINCIPAL EXECUTIVE OFFICER, AUTHORIZED AGENT, OR *LICENSED OPERATOR

N/A
GRADE AND REGISTRY NUMBER (IF APPLICABLE)

10/20/2004

DATE

856-339-2900

AREA CODE/PMONE NUMBER

*For a local agency wlhere the highest-ranking operator does not have the ability to authorize capital expenditures and hire personnel a person laving that responsibility or
person designated by that person shall sign thefolloiving certfication:.

I certify under penalty of law and in accordance with N.J.S.A. 58:1 OA-6F(5) that I have reviewed the attached discharge monitoring reports.

N/A

NANE AND TITLE

N/A N/A N/A

AREA CODE/PIIONE NUMBERSIGNATURE DATE



Surface Water Discharge Monitoring Report Pi 46814

PERMIT NUMBER: MONITORED LOCATION: MONITORING PERIOD:

911/2004 TO 9/3012004

FACILITY NAME:

PSEG NUCLEAR LLCNJ0605622 485A SW Outfall 485A

Comments: The permittee is required to perform acute toxicity testing on a minimum of one representative CWS outfall while DSN 48C Is being routed to that outfall.

Pre-Print Creation Date: 7/1/2004 Page I of 2



Surface Water Discharge Monitoring Report
PERMITNUMBER: MONITORED LOCATION: MONITORING PERIOD:

NJ0005622 485A SW Outfall 485A 911/2004 TO 9/30/2004

Pi 46814

FACILITY NAME:

PSEG NUCLEAR LLC

Comments: The permittee is required to perform acute toxicity testing on a minimum of one representative CWS outfall while DSN 48C Is being routed to that outfall.

Pago 2 of 2Pre-Pifnt Creation Date: 7/1/2004



New Jersey Department of Environmental Protection
Division of Water Quality

Surface Water Discharge Monitoring Report Submittal Form

NJPDES PERMIT MONITORING PERIOD MONITORED LOCATION:

NJ0005622 I Month I Day I Year T To I 9 | I | I 486A - SW Outfall 486A

PERMITTEE:
PSE&G NUCLEAR LLC
PO BOX 236/N21
ALLOWAY CREEK NEAK RD
HANCOCKS BRIDGE, NJ 08038

LOCATION OF ACTIVITY:
PSE&G NUCLEAR LLC
ALLOWAY CREEK NECK RD
LOWER ALLOWAYS CREEK, NJ 08038-0000

REPORT RECIPIENT:
PSE&G NUCLEAR LLC
PO BOX 236/N21
HANCOCKS BRIDGE, NJ 08038

REGION / COUNTY: Southern / Salem County

CHECK IF APPICABLE: El No Discharge this Monitoring Period [l Monitoring Report Comments Attached

WVHO MUST SIGN The highest ranking official having day-to-day managerial and operational responsibilities for the discharging facility shall sign
the certification or, in his absence a person designated by that person. For a local agency, the highest ranking operator of the treatment works shall sign
the certification. Where the highest ranking operator does not have the ability to authorize capital expenditures and hire personnel, a person having that
responsibility or person designated by that person shall also sign the second certification at the bottom of this page. If the local agency has contracted with
another entity to operate the treatment works, the highest-ranking official of the contracted entity shall sign the certification.

I certify under penalty of law that I have personally examined and am familiar with the information submitted in this document and all attachments, and
that, based on my inquiry of those individuals immediately responsible for obtaining the information, I believe that the information is true, accurate and
complete. I am aware that there are significant penalties for submitting false information, including the possibility of and/or imprisonment, pursuant
to N.J.A.C. 7:14A-6.9(B). The New Jersey water Pollution Control Act provides for penalties up to $50,000 per violation.

* .1

Michael H. Brothers, Vice President Operations

NAMIE AND TITLE OF PRINCIPAL EXECUTIVE OFFICER, AUThORIZED AGENT, OR *ICENSED OPERATOR

SIGNATURE OF PRINCIPAL EXECUTIVE OFFICER, AUTHORIZED ENT, OR -LICENSED OPERATOR

N/A
GRADE AND REGISTRY NUMBER (IF APPLICABLE)

10/20/2004

DATE

856-339-2900

AREA CODE/Ph ONE NUMBER

*For a local agency where the highest-ranking operator does not hSave the ability to authorize capital expenditures and hire personnel, a person having that responsibility or
person designated by that person shall sign thefollowving certification:

I certify under penalty of law and in accordance with N.J.S.A. 58:1 OA-6F(5) that I have reviewed the attached discharge monitoring reports.

N/A
NANE AND TITLE

N/A N/A N/A

SIGNATURE DATE AREA CODE/PI IONE NUM lBER



Surface Water Discharge Monitoring Report PI 46814

PERMIT NUMBER:

NJ0005622

MONITORED LOCATION:

486A SW Outfall 486A

MONITORING PERIOD:

911/2004 TO 913012004

FACILITY NAME.

PSEG NUCLEAR LLC

Comments: Any questions in regards to the monitoring report form can be directed to S. Rosenwinkel of the BPSP - Region 2 at (609)2924860.

Pre-Pdnt Creation Date: 7/1/2004 
Page lol' 2

Pre-Print Creation Date: 7/11/2004 Page I of 2



Surface Water Discharge Monitoring Report Pi 46814

PERMIT NUMBER:

NJ0005622

MONITORED LOCATION.

486A SW Outfall 486A

MONITORING PERIOD:

911/2004 TO 913012004

FACILITY NAME:

PSEG NUCLEAR LLC

Comments: Any questions In regards to the monitoring report form can be directed to S. Rosenwinkel of the BPSP - Region 2 at (609)292-4860.

Pre-Pffnt Creation Date: 7/1/2004 Page 2 of 2



New Jersey Department of Environmental Protection
Division of Water Quality

Surface Water Discharge Monitoring Report Submittal Form

NJODES PERMIT MONITORING PERIOD MONITORED LOCATION:

NJ0005622 I Month I Day I Year To | 9 I Y0 I 487B- SW Outfall 487B

PERMITTEE:
PSE&G NUCLEAR LLC
PO BOX 236/N21
ALLOWAY CREEK NEAK RD
HANCOCKS BRIDGE, NJ 08038

LOCATION OF ACTIVITY:
PSE&G NUCLEAR LLC
ALLOWAY CREEK NECK RD
LOWER ALLOWAYS CREEK, NJ 08038-0000

REPORT RECIPIENT:
PSE&G NUCLEAR LLC
PO BOX 2361N21
HANCOCKS BRIDGE, NJ 08038

REGION / COUNTY: Southern / Salem County

CHECK IF APPICABLE: El No Discharge this Monitoring Period I] Monitoring Report Comments Attached

WHO MUST SIGN The highest ranking official having day-to-day managerial and operational responsibilities for the discharging facility shall sign
the certification or, in his absence a person designated by that person. For a local agency, the highest ranking operator of the treatment works shall sign
the certification. Where the highest ranking operator does not have the ability to authorize capital expenditures and hire personnel, a person having that
responsibility or person designated by that person shall also sign the second certification at the bottom of this page. If the local agency has contracted with
another entity to operate the treatment works, the highest-ranking official of the contracted entity shall sign the certification.

I certify under penalty of law that I have personally examined and am familiar with the information submitted in this document and all attachments, and
that, based on my inquiry of those individuals immediately responsible for obtaining the information, I believe that the information is true, accurate and
complete. I am aware that there are significant penalties for submitting false information, including the possibility of and/or imprisonment, pursuant
to N.J.A.C. 7: 14A-6.9(B); The New Jersey water Pollution Control Act provides for penalties up to $50,000 per violation.

...

.1

Michael H. Brothers. Vice President Operations

NAME AND TITLE OF PRINCIPAL EXECUTIVE OFFICER, AUTHORIZED AGENT, OR *ICENSED OPERATOR

hA -.1

N/A
GRADE AND REGISTRY NUMBER (IF APPLICABLE)

10/20/2004 856-339-2900

SIGNATURE OF PRINCIPAL EXECUTIVE OFFICER, AUTI[ORI -NT, OR *LICENSED OPERATOR DATE AREA CODE/PMIONE NUMBER

*For a local agency where the highest-ranking operator does not have the ability to authorize capital expenditures and hire personnel, a person having that responsibility or
person designated by that person shall sign thefollowving certificatlon:

I certify under penalty of law and in accordance with N.J.S.A. 58:1OA-6F(5) that I have reviewed the attached discharge monitoring reports.

N/A N/A N/A N/A

NANE AND TITLE SIGNATURE DATE AREA CODE/PHlONE NUMBER



New Jersey Department of Environmental Protection
Division of Water Quality

Surface Water Discharge Monitoring Report Submittal Form

NJPDES PERMIT MONITORING PERIOD MONITORED LOCATION:

NJ005622 I Mont| I Day IY | To I|Month IDay Year 489A -SW Outfall 489A
N 0 562I 9~t I DyI Year 1 1 To 1 200

PERMIITTEE:
PSE&G NUCLEAR LLC
PO BOX 236/N21
ALLOWAY CREEK NEAK RD
HANCOCKS BRIDGE, NJ 08038

LOCATION OF ACTIVITY:
PSE&G NUCLEAR LLC
ALLOWAY CREEK NECK RD
LOWER ALLOWAYS CREEK, NJ 08038-0000

REPORT RE CIPIENT:
PSE&G NUCLEAR LLC
PO BOX 236/N21
HANCOCKS BRIDGE, NJ 08038

REGION / COUNTY: Southern / Salem County

CHECK IF APPICABLE: El No Discharge this Monitoring Period Rl Monitoring Report Comments Attached

VIIO MUST SIGN The highest ranking official having day-to-day managerial and operational responsibilities for the discharging facility shall sign
the certification or, in his absence a person designated by that person. For a local agency, the highest ranking operator of the treatment works shall sign
the certification. Where the highest ranking operator does not have the ability to authorize capital expenditures and hire personnel, a person having that
responsibility or person designated by that person shall also sign the second certification at the bottom of this page. If the local agency has contracted with
another entity to operate the treatment works, the highest-ranking official of the contracted entity shall sign the certification.

I certify under penalty of law that I have personally examined and am familiar with the information submitted in this document and all attachments, and
that, based on my inquiry of those individuals immediately responsible for obtaining the information, I believe that the information is true, accurate and
complete. I am aware that there are significant penalties for submitting false information, including the possibility of and/or imprisonment, pursuant
to N.J.A.C. 7:14A-6.9(B). The New Jersey water Pollution Control Act provides for penalties up to $50,000 per violation.

Michael H. Brothers. Vice President Operations
NAME AND TITLE OF PRINCIPAL EXECUTIVE OFFICER, AUT1ORIZED AGENT, OR *ICENSED OPERATOR

N/A
GRADE AND REGISTRY NUMBER (IF APPLICABLE)

.A It 10_ 10/20/2004 856-339-2900
SIGNATURE OF PRINCIPAL EXECUTIVE OFFICER, AUTHORIZED AGENT, OR *LICENSED OPERATOR DATE AREA CODE/PIlONE NUMBER

*For a local agency where the highest-ranking operator does not have the ability to authorize capital expenditures and hire personnel, a person having that responsibility or
person designated by that person shall sign thefollowving certification:

I certify under penalty of law and in accordance with N.J.S.A. 58:10A-6F(5) that I have reviewed the attached discharge monitoring reports.

N/A

NANE AND TITLE

N/A N/A N/A

AREA CODE/PllONE NUMBERSIGNATURE DATE



Surface Water Discharge Monitoring Report Pi 46814

PERMIT NUMBER:

NJ0005622

MONITORED LOCATION:

489A SW Outfall 489A

MONITORING PERIOD:

9/1/2004 TO 9130/2004

FACILITY NAME:

PSEG NUCLEAR LLC

Comments: If there are any questions in regards to the monitoring report form, please contact Susan Rosenwinkel of the the BPSP - Region 2 at (609)292-4860 or via email at
.srosenwI@dep.state.nj.us".

Pm-Print Creation Date: 7/1/2004 Page 1 of I
Pre-Print Creation Date: 7/1/2004 Page I of I


